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GENERAL NOTES
1. SEE DRAWING JBE8700G003 FOR MOUNTING DETAILS ON:

a. DRAIN TANK
b. CENTRIFUGAL PUMPS
¢. HEAT EXCHANGER
, 2. SEE SPECIFICATION 15130 FOR ACTIVATED COOLING WATER PIPE SYSTEM INSTALLATION, TESTING
AND ASSEMBLY REQUIREMENTS.
@ 3. MINIMUM PIPE SLOPE IS 1/8" PER FT.

4. DIMENSIONS & ELEVATIONS ARE TO CENTERLINE OF PIPE UNLESS OTHERWISE NOTED.

12-0 5. SEE DRAWING Nos. JBES700G0B0 AND JSE8700G081 FOR PIPE SUPPORT DETAILS.
11'-6 5/8" 5" 6. SEE DRAWING Nos. JBES700C451, JBES700C452 AND JBE8700C453 FOR OTHER FACILITY PIPING IN THIS AREA.
7. SEE DRAWING Nos. J8E87006003 FOR TEMPERATURE INDICATOR INSTALLATION DETAIL.
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